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Average Burner SA Flows Unit 2
Burner Front .~ Rear oOFA

Row wall wall Top to Bottom Balance 61 . t5-1
4th E 112. D 111. | 4th row ave 112. sw 0.
3rd A 110. H CalcF | 3rd row ave 110. SEb
2nd F 116. C 114. | 2nd row ave 115. NEL, O
1st B 112. G 100. | 1lst row ave 106. o
Front to Rear Balance gg é.
Total Ave»}gé; Front Wall Aveg}}g; Rear Wall Ave _}Qgi 2/3 )
Side to Side Balance gg 8.
Front Burners NW 1:
#6 113. #5 113. #4 114. #3 119. #2 106. #1 110. NE 1.
Rear Burners Flow

#6 98. #5 108. #4 109. #3 109. #2 114. #1 113. gVEV ;3
Average NW 120:
#6 107. #5 111. #4 111. #3 114. #2 109. #1 111. NE 112.
Totalized FlowPt Cre 376.
SA Flow E76.1 %/W 75.6 % Total Air % 83.2 Meas’'d Load 946.3 MW
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